
Tavares, Florida 32778
350 North Sinclair Avenue
Booth, Ern, Straughan and Hiott

Contact: Kristian Swenson

(352) 343-8481

ENGINEER/SURVEYOR:

Tavares, Fl. 32778
P.O. Box 7800
Lake County BCC
OWNER:

INDEX OF SHEETS
1. COVER SHEET

2. DEMOLITION AND EROSION CONTROL PLAN

3. SITE PLAN

Lying Within Section 32, Township 20 South, Range 26 East

SANITARY:
SEPTIC TANK AND DRAINFIELD

CABLE: 
  
  
  
  
  

  
  
  
  
  

FLORIDA CABLE
23748 S.R.40
ASTOR, FL  32102
(352) 728-8757
CONTACT: BILL BOTTICHERCONTACT: DONNA HOMAN

(352) 793-3801
SUMTERVILLE, FL 33585
P.O. BOX 301
SECO

  
  
  
  
  

WELL
WATER:

CONTACT: WADE RICH
(407) 814-5383
WINTER GARDEN, FL. 34787
33 N. MAIN ST
CENTURY LINK
TELEPHONE:

  
  
  
  
  

ELECTRIC: 

& TOWN OF ASTATULA UTILITY CONSTRUCTION SPECIFICATIONS.
ALL UTILITY CONSTRUCTION SHALL BE IN ACCORDANCE WITH LAKE COUNTY 

NOTE: 

UTILITY COMPANIES

4. DETAILS 

SITE

350 North Sinclair Ave.

Certificate of Authorization Number: 27029

Fax: 352.343.8495
Office: 352.343.8481

www.besandh.com
Tavares, Florida 32778

7. BOUNDARY SURVEY

LOTS 1 TO 9, INCLUSIVE, IN BLOCK 8 OF T. H. ENGLISH'S 
SUBDIVISION IN THE CITY OF ASTATULA, FLORIDA, 
ACCORDING TO THE PLAT THEREOF AS RECORDED IN PLAT 
BOOK 2, PAGE 32, PUBLIC RECORDS OF LAKE COUNTY, 
FLORIDA.

AND

LOTS 10, 11, 12 AND 13 IN BLOCK 8 OF T. H. ENGLISH'S 
SUBDIVISION IN THE TOWN OF ASTATULA, FLORIDA, 
ACCORDING TO THE PLAT THEREOF AS RECORDED IN PLAT 
BOOK 2, PAGE 32, PUBLIC RECORDS OF LAKE COUNTY, 
FLORIDA.

CONTAINING 1.646 ACRES MORE OR LESS

5. GENERAL NOTES
6. GENERAL NOTES

(352) 253-4976

LAKE COUNTY
F L O R I D A
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MANUFACTURED
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2,103 SQ. FT.
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2" WELL w/(2) BLADDER
TANKS TO BE ABANDONED

7.5' x 6.8' WOOD
FRAME

STORAGE
BUILDING

WOOD PRIVACY
FENCE

CONCRETE
SIDEWALK TO
BE REMOVED

CONCRETE
SIDEWALK

FND 1 1/4" IP
(1.5' DEEP)

(0.8'S, 1.4E)

FND 1 1/4" IP
GUARDPOST

(1.1'S, 1.4'E)

SET 5/8" IRC
LB 7514

SEPTIC TANK

SET N&D LB 7514
AT CENTERLINE P.I.
STA. 403+81.35

33.00'
CENTERLINE STA. 403+10.0

SET N&D LB 7514
NORTH 1/4
SECTION CORNER
OF SECTION
32-20-26

ELECTRIC METER
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FND 1 1/2" IP
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SIDEWALK TO
BE REMOVED

SILT FENCE (TYP.)
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TEMPORARY CONSTRUCTION ENTRANCE

1. THE AREA OF THE ENTRANCE SHOULD BE CLEARED
OF
ALL VEGETATION, ROOTS, AND OTHER OBJECTIONABLE
MATERIAL.
A GEOTEXTILE SHOULD BE INSTALLED TO IMPROVE
STABILITY
AND SIMPLIFY MAINTENANCE. THE GRAVEL SHALL
THEN BE PLACED
OVER THE GEOTEXTILE.

2. THE ENTRANCE SHALL BE MAINTAINED IN A
CONDITION WHICH
WILL PREVENT TRACKING OF MUD ONTO PUBLIC
ROADS. THIS MAY REQUIRE
PERIODIC TOP DRESSING WITH 2-INCH STONE, AS
CONDITIONS DEMAND.
WLL MATERIALS SPILLED, DROPPED, OR TRACKED
FROM VEHICLES ONTO
ROADWAYS MUST BE REMOVED IMMEDIATELY. LOOK
FOR SIGNS OF TRUCKS
AND TRAILERED EQUIPMENT CUTTING CORNERS
WHERE THE GRAVEL
MEETS THE ROADWAY. SWEEP THE PAVED ROAD DAILY
FOR SEDIMENTS.

3. CONSTRUCTION SITE OPERATORS MUST CONTROL
WASTE SUCH AS DISCARDED BUILDING MATERIALS,
CONCRETE TRUCK WASHOUT, CHEMICALS, LITTER,
AND SANITARY WASTE AT THE CONSTRUCTION SITE
THAT MAY CAUSE ADVERSE IMPACTS TO WATER
QUALITY.

TEMPORARY GRAVEL CONSTRUCTION
ENTRANCE & EXIT, 35' LONG BY 25'

WIDE W/FDOT NO. 1 COARSE AGGREGATE
(1.5-3.5 INCH STONE), 6" THICK.

RUN-OFF

FILTERED

AREA TO
 BE PROTECTED

UPSLOPE

LADEN

SEDIMENTRUN-OFF

TO PREVENT PIPING
COMPACTED SOIL

SILT FENCE DETAIL

20°`

VERTICAL

SILT FLOW

FILTER FABRIC

PRINCIPLE POST POSITION
(CANTED 20° TOWARD FLOW)

FILTER FABRIC (IN6' Max.

ELEVATION

OPTIONAL POST POSITIONS

SECTION

CONFORMANCE  WITH
SEC. 985 FDOT SPEC.)

Oak 1-1/2" x 1-1/2"
Wood 2" x 4"

Steel 1.33 Lbs/Ft. Min.

8"

15" to 18"

12" Min.

3'  Or More

Post Options: Wood 2-1/2" Min. 0

THE FOLLOWING REPRESENTS A BASIC EROSION AND SEDIMENT CONTROL PROGRAM WHICH IS TO BE IMPLEMENTED TO HELP PREVENT OFF-SITE SEDIMENTATION DURING AND
AFTER CONSTRUCTION OF THE PROJECT. PERMANENT EROSION AND SEDIMENT CONTROL MEASURES SHALL BE INSTALLED AT THE EARLIEST PRACTICAL TIME CONSISTENT WITH
GOOD CONSTRUCTION PRACTICES. ONE OF THE FIRST CONSTRUCTION ACTIVITIES SHOULD BE THE PLACEMENT OF PERMANENT AND TEMPORARY EROSION AND SEDIMENT
CONTROL MEASURES AROUND THE PERIMETER OF THE PROJECT OR THE INITIAL WORK AREA TO PROTECT THE PROJECT, ADJACENT PROPERTIES AND WATER RESOURCES.
TEMPORARY EROSION AND SEDIMENT CONTROL MEASURES SHALL BE COORDINATED WITH PERMANENT MEASURES TO ASSURE ECONOMICAL, EFFECTIVE AND CONTINUOUS
CONTROL THROUGHOUT THE CONSTRUCTION PHASE, TEMPORARY MEASURES SHALL NOT BE CONSTRUCTED FOR EXPEDIENCY IN LIEU OF PERMANENT MEASURES. EROSION AND
SEDIMENT CONTROL MEASURES SHALL BE ADEQUATELY MAINTAINED TO PERFORM THEIR INTENDED FUNCTION DURING CONSTRUCTION OF THE PROJECT. NECESSARY REPAIRS
TO BARRIERS OR REPLACEMENT OF BARRIERS SHALL BE ACCOMPLISHED PROMPTLY. SEDIMENT DEPOSITS SHOULD BE REMOVED AFTER EACH RAINFALL. THEY MUST BE
REMOVED WHEN THE LEVEL OF DEPOSITION REACHES APPROXIMATELY ONE-HALF THE HEIGHT OF THE BARRIER. MATERIAL FROM SEDIMENT TRAPS SHALL NOT BE STOCKPILED
OR DISPOSED OF IN A MANNER WHICH MAKES THEM READILY SUSCEPTIBLE TO BEING WASHED INTO ANY WATERCOURSE BY RUNOFF OR HIGH WATER. ANY SEDIMENT DEPOSITS
REMAINING IN PLACE AFTER THE BARRIERS ARE NO LONGER REQUIRED SHALL BE DRESSED TO CONFORM TO THE EXISTING GRADE, PREPARED AND SEEDED.

EROSION CONTROL STRUCTURE

NOTES:

1). ALL STORMWATER INLETS TO HAVE AN EROSION CONTROL MEASURES APPLIED UPON
THE COMPLETION OF THEIR INSTALLATION. THIS EROSION CONTROL MEASURE CAN BE A
"SOCK" WITH ROCK BAGS THAT WILL NOT ALLOW FOR SEDIMENTS TO ENTER INTO THE
INLETS AND ULTIMATELY ENTER INTO THE DRA. OTHER METHODS OF PROTECTION CAN BE
OBTAINED FROM FDOT STANDARD INDEX 102, HOWEVER PLEASE NOTE THE USE OF
HAY/STRAW BALES IS NOT PERMITTED, A SYNTHETIC BALE MAY BE USED INSTEAD.

2). TEMPORARY EROSION CONTROL STRUCTURE TO BE UTILIZED DURING CONSTRUCTION AT
AREAS DESIGNATED BY ENGINEER OR AREAS ON-SITE WHERE UNSTABILIZED GRADES MAY
CAUSE EROSION PROBLEMS. EROSION CONTROL STRUCTURE MAY BE REMOVED AFTER
UPSLOPE AREA HAS BEEN STABILIZED BY SOD, OR COMPACTED AS DETERMINED BY
CONTRACTOR.

3). ALTERNATE EROSION CONTROL STRUCTURE:
WOVEN FILTER FABRIC SILT FENCE IN ACCORDANCE WITH FDOT INDEX #102. FILTER FABRIC
IN ACCORDANCE WITH SECTION 985 OF THE FDOT STANDARD SPECIFICATIONS.

13. TO PROVIDE DUST CONTROL, A CONTRACTOR SHALL PROVIDE A WATER TRUCK OR IRRIGATION SYSTEM AS NEEDED, TO MAINTAIN SOIL MOISTURE.
14. IF SITE SPECIFIC CONDITIONS REQUIRE ADDITIONAL MEASURES DURING ANY PHASE OF CONSTRUCTION OR OPERATION TO PREVENT EROSION OR CONTROL SEDIMENT, BEYOND THOSE
SPECIFIED IN THE EROSION AND SEDIMENT CONTROL PLAN, THE CONTRACTOR MUST IMPLEMENT ADDITIONAL BEST MANAGEMENT PRACTICES AS NECESSARY, IN ACCORDANCE WITH THE
SPECIFICATION IN SECTION 6 OF THE FLORIDA LAND DEVELOPMENT MANUAL; A GUIDE TO LAND AND WATER MANAGEMENT.

B. PERMANENT STABILIZATION
WHERE CONSTRUCTION IS COMPLETE, PERMANENT VEGETATION SHALL BE INSTALLED AS SPECIFIED ON THE CONSTRUCTION PLANS AND IN ACCORDANCE WITH THE CONSTRUCTION
SPECIFICATION DOCUMENT. PERMANENT VEGETATION WILL INCLUDE SOD OR SEED AND MULCH.

STORM WATER MANAGEMENT SYSTEM
THE STORMWATER RETENTION PONDS SHALL BE EXCAVATED TO ROUGH GRADE PRIOR TO BUILDING CONSTRUCTION OR PLACEMENT OF IMPERVIOUS SURFACES WITHIN THE DRAINAGE AREA
SERVED BY THIS FACILITY. ALL ACCUMULATED SEDIMENT MUST BE REMOVED FROM THE RETENTION POND PRIOR TO FINAL GRADING, STABILIZING AND GRASSING.

OTHER CONTROLS
A. OFFSITE VEHICLE TRACKING
PAVED STREETS ADJACENT TO THE CONSTRUCTION SITE ENTRANCE WILL BE SWEPT AS NEEDED TO PREVENT EXCESS MUD, DIRT, OR ROCK FROM LEAVING THE CONSTRUCTION SITE. ALL DUMP
TRUCKS HAULING MATERIAL TO AND FROM THE CONSTRUCTION SITE WILL BE COVERED WITH A TARP. TEMPORARY STABILIZED OR ROCK CONSTRUCTION ENTRANCE MAY BE REQUIRED TO
REMOVE EXCESS DIRT AND MUD FROM TIRES BEFORE CONSTRUCTION VEHICLES ENTER ADJACENT PAVED STREETS.

TIMING OF SEDIMENT AND EROSION CONTROL MEASURES
A SILT FENCE SHALL BE INSTALLED PRIOR TO ANY CONSTRUCTION ACTIVITY. THE RETENTION PONDS AND THE STORM WATER CONVEYANCE SYSTEM SHALL BE CONSTRUCTED PRIOR TO THE
PLACEMENT OF ANY IMPERVIOUS AREA. AREAS WHERE CONSTRUCTION ACTIVITY TEMPORARILY CEASES FOR MORE THAN 14-DAYS SHALL BE STABILIZED WITH TEMPORARY SEED AND MULCH.
ONCE CONSTRUCTION ACTIVITY CEASES PERMANENTLY IN ANY AREA, THAT AREA WILL BE STABILIZED WITH PERMANENT SEED AND MULCH OR SOD. AFTER THE ENTIRE SITE IS STABILIZED, THE
ACCUMULATED SEDIMENT WITHIN ANY CATCH BASIN, STORM PIPES OR RETENTION PONDS WILL BE REMOVED.

EROSION AND SEDIMENT CONTROLS
A. EROSION CONTROL DURING CONSTRUCTION
1. TEMPORARY EROSION CONTROL STRUCTURE SHALL BE UTILIZED DURING CONSTRUCTION OF AREAS ON-SITE WHERE UNSTABILIZED GRADES MAY CAUSE EROSION PROBLEMS. EROSION
CONTROL STRUCTURES MAY BE REMOVED AFTER UPSLOPE HAS BEEN STABILIZED BY SOD OR COMPACTED AS DETERMINED BY THE CONTRACTOR.
2. TEMPORARY EROSION AND SEDIMENT CONTROL MEASURES SHALL BE COORDINATED WITH PERMANENT MEASURES TO ASSURE ECONOMICAL, EFFECTIVE AND CONTINUOUS CONTROL
THROUGHOUT THE CONSTRUCTION PHASES. TEMPORARY MEASURES SHALL NOT BE CONSTRUCTED FOR EXPEDIENCY IN LIEU OF PERMANENT MEASURES.
3. PERMANENT EROSION AND SEDIMENT CONTROL MEASURES SHALL BE INSTALLED AT THE EARLIEST PRACTICABLE TIME CONSISTENT WITH GOOD CONSTRUCTION PRACTICES. ONE OF THE FIRST
CONSTRUCTION ACTIVITIES SHOULD BE THE PLACEMENT OF PERMANENT AND TEMPORARY EROSION AND SEDIMENT CONTROL MEASURES AROUND THE PERIMETER OF THE PROJECT OF THE
INITIAL WORK ARE TO PROTECT THE PROJECT, ADJACENT PROPERTIES, AND WATER RESOURCES.
4. STORM WATER MANAGEMENT AREAS, STORM SEWER SYSTEM AND CONTROL STRUCTURES SHALL BE EXCAVATED T ROUGH GRADE PRIOR TO BUILDING CONSTRUCTION OR PLACEMENT OF
IMPERVIOUS SURFACE WITHIN THE AREA TO BE SERVED BY THE FACILITIES. TO PREVENT REDUCTION IN STORAGE VOLUME AND PERCOLATION RATE, ALL ACCUMULATED SEDIMENT WILL BE
REMOVED FROM THE STORM WATER FACILITIES PRIOR TO FINAL GRADING, STABILIZATION AND GRASSING.
5. EROSION CONTROL STRUCTURES, SUCH AS SILT FENCE AND BERMS, SHALL BE INSTALLED AROUND INLETS AND IN SWALES TO TRAP ERODED MATERIAL, PREVENT SEDIMENTATION IN DOWN
STREAM AREAS AND KEEP RUNOFF VELOCITIES LOW.
6. THE CONTRACTOR SHALL MINIMIZE THE EXTENT OF AREA EXPOSE AT ANY ONE TIME AND THE DURATION OF EXPOSURE.
7. STABILIZATION MEASURES SHALL BE INITIATED FOR EROSION AND SEDIMENT CONTROL ON DISTURBED GRASS NO MORE THAN FOURTEEN (14) DAYS AFTER THE CONSTRUCTION ACTIVITY IN
ANY PORTION OF THE SITE THAT HAS CEASED.
8. THE CONTRACTOR WILL INSTALL A PERMANENT PROTECTIVE VEGETATIVE COVER FOR EROSION AND SEDIMENT CONTROL ON ALL LAND SURFACES DISTURBED BY CONSTRUCTION. THIS
PROTECTIVE COVER MUST BE INSTALLED WITHIN FOURTEEN (14) DAYS AFTER FINAL GRADING OF THE EFFECTED LAND SURFACES. A PERMANENT VEGETATIVE COVER MUST BE ESTABLISHED
WITHIN SIXTY (60) DAYS AFTER PLANTING OR INSTALLATION.
9. EROSION AND SEDIMENT CONTROL MEASURES SHALL BE ADEQUATELY MAINTAINED TO PERFORM THEIR INTENDED FUNCTION DURING CONSTRUCTION OF THE PROJECT. SEDIMENT DEPOSITS
SHOULD BE REMOVED AFTER EACH RAINFALL. THEY MUST BE REMOVED WHEN THE LEVEL OF DEPOSITION REACHES APPROXIMATELY ONE-HALF THE HEIGHT OF THE BARRIER.
10. PLACEMENT OF BARRIERS OR NECESSARY REPAIRS TO BARRIERS SHALL BE ACCOMPLISHED PROMPTLY.
11. MATERIAL FROM SEDIMENT TRAPS SHALL NOT BE STOCK PILED OR DISPOSED OF IN A MANNER WHICH MAKES THEM READILY SUSCEPTIBLE TO BEING WASHED INTO ANY WATER COURSE BY
RUNOFF OR HIGH WATER.
12. ANY ACCUMULATED SEDIMENT DEPOSITS REMAINING IN PLACE AFTER THE BARRIERS ARE NO LONGER REQUIRED SHALL BE DRESSED TO CONFORM TO THE EXISTING GRADE, PREPARED AND
SEEDED.
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FLAG POLE (2)

4x6 MONUMENT SIGN

STOP SIGN (R1-1) &
24" STOP BAR

EXISTING BUILDING TO REMAIN

10' EMERGENCY WEIR
EL. 90.75
SEE DETAIL SHT. 4

INSTALL FH AND CONNECT
TO EXISTING 8" FM WITH
TAPPING SLEEVE AND VALVE

10.00

EXISTING
SEPTIC TANK

BOTTOM OF POND= 
EL. 89.0

TOP OF POND= 
EL. 90.0

F.F. ELEV. = 94.33

(SEE SPECS SHEET 6)

(BY OTHERS)

DRY
RETENTION POND

TOP OF POND= 
EL. 90.0

FIRE TRUCK
PARKING AREA

STOP SIGN (R1-1) &
24" STOP BAR

CONST. 5' WIDE SIDEWALK
WITH DETECTABLE WARNING
 STRIP PER F.D.O.T. INDEX #304

CONST. 5' WIDE SIDEWALK
WITH DETECTABLE WARNING
 STRIP PER F.D.O.T. INDEX #304

36.00

24.00

CONST. 6" THICK CONCRETE
DRIVE ISLE & PARKING SPACES
(SEE TYP. SECTION SHEET 4)

MATCH EXIST. EOP

MATCH EXIST. S/W

MATCH EXIST. S/W

MATCH EXIST. S/W

MATCH EXIST. EOP

BE
BE

BE
BE

BE
BE

BE
BE

BE
BE

BE

BE

BE

BE

INSTALL 3/4" ELECTRICAL
CONDUIT 24" MIN. BELOW
GRADE WITH PULL STRING
INSTALLED FOR FUTURE USE.
STUB UP CONDUIT 12" ABOVE
FINISH GRADE AT EACH END.

10' BUILDING SETBACK LINE

25' BUILDING SETBACK LINE

50' BUILDING 
SETBACK LINE

25' BUILDING SETBACK LINE
(2) 45° BEND

RAMP AND DECK BY OTHERS

97' 4" FIRE MAIN

6"X4" TEE

STAND PIPE SEE DETAIL
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LAND USE DATA
EXISTING FLUM....................................COMMERCIAL 
EXISTING ZONING..................................C-1 WITH CUP
TOTAL AREA OWNED.............................1.65 ACRES OR 71,681 SF

EXISTING PARKING = 2

GROSS SQUARE FOOTAGE:
2,102 SQUARE FEET

BUILDING HEIGHT.................................35' MAX

FIRE PROTECTION....................  FIRE HYDRANT ADDED TO TOWN OF ASTATULA FIRE MAIN

40C-42 PERMIT FROM SJRWMD

PROPOSED USE:

EXISTING BUILDING................................2,102 SF

WELANDS / CONSERVATION ................0.00 SF

ADJACENT ZONING:
         NORTH.........................
         SOUTH.........................
           EAST .........................
         WEST .........................

CONVERT EXISTING MOBILE HOME TO LAKE

LIMITS OF CONSTRUCTION AREA..........1.65 ACRES OR 71,681 SF

 
SOIL TYPE............................(LaB) LAKE SAND, HSG "A"

GRASS/OPEN SPACE.............................55,793 SF (78%)

FLOOR AREA RATIO............................................3% 

UTILITIES .............. WELL AND SEPTIC

IMPERVIOUS SURFACE RATIO................0.22

C-2
R-2
C-1
R-2

FLUM:
         NORTH.........................
         SOUTH.........................
           EAST .........................
         WEST .........................

INSTITUTIONAL
SINGLE FAMILY MEDIUM
COMMERCIAL 
SINGLE FAMILY MEDIUM

SETBACKS:
         FRONT.........................
         SIDE.............................
         REAR...........................

50' (FACING CR 561)
25'
10'

COUNTY FIRE STATION 

LANDSCAPE BUFFERS:
         FRONT.........................
         N. SIDE........................
         S. SIDE........................

TYPE 'A' (10 FEET)
TYPE 'A' (10 FEET)
TYPE 'C' (30 FEET)

REQUIRED  = 1.65*1/12 =6,098 CF
PROVIDED = 1.75' DEEP = 31,799 CF

STORMWATER REQUIRED 

PARKING PROVIDED = 7

SEWER DEMAND IS 4 EMPLOYEES AT 350 GPD / EMPLOYEE = 1,400 GPD
WATER DEMAND IS 4 EMPLOYEES AT 350 GPD / EMPLOYEE = 1,400 GPD
EXISTING WELL AND SEPTIC SHALL BE PERMITTED BY OWNER WITH LAKE COUNTY

 

TOTAL ..................................................15,888 SF
PROPOSED SIDEWALK &PAVEMENT...13,786 SF

         REAR........................... TYPE 'C' (30 FEET)
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F L O R I D A

1. ALL STRIPING TO BE LEAD FREE THERMOPLASTIC INSTALLED PER SECTION
711, F.D.O.T. STANDARD SPECIFICATIONS FOR ROAD AND BRIDGE CONSTRUCTION,
LATEST EDITION.

NOTES:

2. DETECTABLE WARNING STRIPS TO BE INSTALLED PER F.D.O.T. STANDARD INDEX NO. 304
AND SECTION 527, F.D.O.T. STANDARD SPECIFICATION FOR ROAD AND BRIDGE CONSTRUCTION,
LATEST EDITION.

WASTE MANAGEMENT .............. ROAD SIDE PICK UP

3. ENTIRE LOT TO BE GRADED TO MATCH SITE PLAN, AS NEEDED. BAHIA SOD TO BE INSTALLED
IN ALL AREAS DISTURBED AND ANY OTHER AREAS WITH OUT GRASS.

4. ALL DEBRIS, BRANCHES, AND TRASH NEEDS TO BE DISPOSED OF.

5. GRIND ALL EXISTING STUMPS MINIMUM OF 8" BELOW FINISHED GRADE.



Cast Or Rubbed

Pitch Optional

Holes

3" Max.

 5
" M

in
.

 6
" M

ax
.

R=2" 9" Max.
 8" Min.,

2" Min.

4" Min.
5" Max.

Or

5" Max.
4" Min.,

(Two Per Guard)
No. 4 Bars, 18" Long

12"(`)

6'-0"

3" Max.
2" Min.,

SIGN

SIDEWALKS, AND RAMPS ON-SITE SHALL MEET CHAPTER 316.1955 OF THE
1.  THE LOCATION OF HANDICAPPED PARKING STALLS, LOADING ZONES,

ACCESSIBILITY CODE SECTION 4.6.1.

FLORIDA STATUTES AND SECTION 4.1.3 OF THE FLORIDA ACCESSIBILITY CODE.

PARKING STALL SHALL BE MARKED WITH WHITE & BLUE PAINT PER FLORIDA

3. HANDICAP SIGN SHALL HAVE 7' CLEARANCE ABOVE FINISHED GRADE. TOP

2.

6"x6"x10/10 WWF

SECTION

CONC.
(TYP.)

2500 P.S.I.

5'-0" UNLESS OTHERWISE NOTED

SLOPE 1/8" / FT.

ON DRAWINGS

FLAG

4'-0"

(TYP.)

4'-0"

JOINT (TYP.)

4'-0"

1/2" EXPANSION

PROFILE

12'-0" BETWEEN JOINTS

SIDEWALK RAMPS DETAIL

VARIES(5' MIN.)

FDOT STD. INDEX 304 PG 1 OF 6

DROP

EXISTING

SIDEWALK

SLOPE

UTILITY STRIP

>0.02 TRANS.
0.02

0.02

1:12

WHERE CURB RAMPS ARE CONSTRUCTED IN EXISTING

SIDEWALKS WITH SIDEWALK OR UTILITY STRIP SLOPES

GREATER THAN 0.02, THE SIDEWALK SHALL BE

RECONSTRUCTED TO REDUCE THE SLOPES TO 0.02 AT

THE FLARE POINT

SIDEWALK/UTILITY STRIP

TRANSITION

RAMP

RAMP

DETECTABLE WARNING
TRANSITIONSLOPE

TRANSITIONSLOPE

CURB TRANSITION

CURB RAMP NOMENCLATURE

PICTORIAL VIEW

BACK OF SIDEWALK
ALIGNMENT VARIATIONS

0.02

4' MAY BE REDUCED TO 3'
IN RESTRICTED CONDITIONS WHEN
APPROVED BY THE ENGINEER

4'

0.021:12
1:12

1:
12

1:12

0.0
2

1:12

1:
12

1:
121:

12

2' MIN. FULL
HEIGHT CURB

CROSS WALK WIDTHS AND CONFIGURATION VARY;
MUST CONFORM TO INDEX NO. 17344 AND 17346.

1:12

0.02

MAX.

0.02

1:12

0.0
2

1:12

0.
02 1:12 0.

022' MIN. FULL
HEIGHT CURB

FOR BACK OF SIDEWALK CURB
OR BUFFER TRANSITIONS
AND FOR RAMP AND SIDEWALK
CURB OPTIONS SEE SHT. 4 OF FDOT
STD. INDEX 304

NOTE: A PORTION OF ONE OR BOTH RAMPS MAY EXTEND
OUTSIDE THE RETURN.

LINEAR SIDEWALK RAMPS

TURNOUT OR
SIDE STREET

OMIT JOINTS ON
CURB RAMPS

UTILITY STRIP

REFER TO FDOT STANDARD INDEX LATEST EDITION
INDEX 304 FOR ALL DETAILS AND NOTES.

CONCRETE WHEEL STOP

CONCRETE WALKWAY DETAIL

TYPICAL HANDICAP PARKING

DRA SECTION
N.T.S.

TOP DRA = 91.00

SEED AND MULCH
DRA

BOTTOM = 89.00

4
1

VARIES

2.00

TOP DRA = 91.00

SOD SIDE SLOPES
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T

(6" min.)
WATER MAIN

VALVE TO WATER MAIN
ROD OR CABLE HYDRANT

6' MINIMUM 9' MAXIMUM

FACING STREET
WITH PUMPER NOZZLE

CHAIN

HYDRANT TO BE PLACED 
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1.
5'

SPECIFICATIONS

7.

2. Two 2-1/2" Hose Nozzle Discharge

County specifications.
shall be installed per Lake
Blue reflective hydrant markers

6. Hydrant to be painted red
   Resorvoir or approved equal.
5. Meuller Super Centurion 200 Oil
4. One 1-1/2" Operating Nut, Left
3. One 4-1/2" Pumper Nozzle Discharge

CONC. THRUST BLOCK

1. AWWA Specifications C-502

8"

FOR VALVE
CONCRETE SUPPORT

WEEP HOLE TO

CONCRETE
BE CLEAR FROM

UNDISTURBED SOIL

CONC. SUPPORT PAD
15"x15"x4"

REMOVABLE BARREL
BRAKE SECTION OR
HYDRANT TO HAVE 

6" VALVE BOX

C.I. EXTENSION TYPE
6" GATE VALVE

(Part No. 5-198)
TYLER ADAPTER

CONC. PAD
24"x24"x6"

W/ #3 REBAR

WORD "WATER"
ON COVER

(6)

ISOMETRIC OF WEIR

TYPICAL WEIR SECTION 

North American
C-350 Filter Fabric

4:1 4:1

SODSOD

(FOR WET RETENTION)

(7) (7)(8)

(9)

(10)

WRA NUMBER       

P-1

(6) (8) (9)
0.25'' 1.00' 10.00' 91.00

(ft) (ft)(ft)(7) (10)
90.75

(elev) (elev)

WEIR SECTION DATA

GRASS WEIR SECTION

POND BOTTOM

5'

MIN.

3' MIN.

SLOPE= 4:1

GEOTEXTILE FABRIC

FIRE HYDRANT

TYPICAL CONCRETE DRIVEWAY AND PARKING SECTION

DENSITY A.A.S.H.T.O. T-180,
COMPACTED TO 98% MAX.
12" STABALIZED BASE,

L.B.R.- 50

6"-4,000# CONC.
W/6x6-W1.4x W1.4
W.W.F.

0'

CCH

CCH

JUNE 2012DATE:

DESIGNED BY:

Sheet 4
SITE 2

071082.0025

CCH

LAKE COUNTY
F L O R I D A

40'20'20'

E
O

P

12"

4" THICK
6" THICK @ DRIVEWAYS

LONGITUDINAL CENTER JOINT @ 10' O.C., AND TRANSVERSE CONTRACTION JOINTS @ 20' O.C.
1/2" EXPANSION JOINTS 60' O.C. OR EVERY 3RD. TRANSVERSE JOINT TO BE AN EXPANSION
JOINT.

PORTION OF SIGN SHALL HAVE REFLECTORIZED BLUE BACKGROUND WITH
WHITE REFLECTORIZED LEGEND AND BORDER. BOTTOM PORTION SHALL HAVE
A REFLECTORIZED WHITE BACKGROUND WITH BLACK LETTERS AND BLACK BORDER.

FLUSH

4" WHITE

GRADE

Automatic Fire Sprinklers, Inc.

TYPICAL YARD STANDPIPE - DUAL 2 1/2" FIRE HOSE VALVES
W/ 1 1/2" REDUCER ON 4" STAND PIPE

3'-0"

(1) 2 1/2" X 0-3 GALV. NIPPLE

(1) 2 1/2" FEM. X MALE FIRE

HOSE VALVES W/ 2 1/2" x 1 1/2"
REDUCER, CAP & CHAIN

(1) 2 1/2" X 4"
THREAD-O-LET

4" GALVANIZED
SCH. 40 STANDPIPE

4" GALVANIZED GROOVED
COUPLING

4" GALV. GROOVED CAP

ALL FERROUS PIPE AND FITTINGS
SHALL BE EXTERNALLY WRAPPED
AND COATED WITH A BITUMINOUS
COATING.

5'-6"

6"

4" DR-14 PVC

4" 90° MJ X MJ ELL

4" MEGALUG FOR DIP W/
ACC. KIT AND TRANSITION
GASKET

4" MEGALUG FOR PVC
W/ ACC. KIT

STAND PIPE
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